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85 INCH
65 INCH

2x OLD RSA
2x OLD RSA (CLEAN)
1x DATA
1500MM AFFL TO
CENTRE OF PLUG.

2 2 CL 1

85-INCH SCREEN WITH
LOGITECH SOUND BAR
BELOW

2x OLD RSA
2x OLD RSA (CLEAN)
1x DATA
300MM AFFL TO CENTRE
OF PLUG.

1x OLD RSA
300MM AFFL TO

CENTRE OF PLUG 1

1x OLD RSA
1100MM AFFL TO
CENTRE OF PLUG1
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C/O
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AND
PARTITION

13551x OLD RSA
1100MM AFFL TO
CENTRE OF PLUG1
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2x OLD RSA
2x OLD RSA (CLEAN)
1x DATA
1500MM AFFL TO
CENTRE OF PLUG.

2 2 CL 1

2x OLD RSA
2x OLD RSA (CLEAN)
1x DATA
300MM AFFL TO CENTRE
OF PLUG.

65-INCH SCREEN WITH
LOGITECH SOUND BAR
BELOW

C/O
COLUMN

AND
PARTITION
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4577

CONDUIT/S TO ALLOW
FOR 1X DATA, 2X OLD
RSA CLEAN, 1X HDMI

2X32MM CONDUITS TO
BE CHASED INTO FLOOR
SLAB AND TERMINATE
AT PEDASTAL

CONDUIT/S TO ALLOW
FOR 1X DATA, 2X OLD
RSA, 1X HDMI

2X32MM CONDUITS TO
BE CHASED INTO FLOOR
SLAB AND TERMINATE
AT PEDASTAL

1

1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG

55 INCH

1

1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG

C/O
WALL

1

1x OLD RSA
2x NEW RSA

300MM AFFL TO
CENTRE OF PLUG
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1

1
1

1x OLD RSA

1100MM AFFL TO
CENTRE OF PLUG.

1

2x OLD RSA
2x OLD RSA (CLEAN)

300MM AFFL TO CENTRE
OF PLUG.
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C/O
WALL
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595
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55 INCH

1x OLD RSA
1x OLD RSA (CLEAN)
1x DATA
1500MM AFFL TO CENTRE OF PLUG.

1 1 CL 1

EQ EQ

CR

1x OLD RSA
1x OLD RSA (CLEAN)
1x DATA

300MM AFFL TO CENTRE
OF PLUG.
1 1 CL

55 INCH 55 INCH

1x OLD RSA
1x OLD RSA (CLEAN)
1x DATA
2000MM AFFL TO CENTRE OF PLUG.

1 1 CL 1

1

1x OLD RSA
1x OLD RSA (CLEAN)
300MM AFFL TO CENTRE
OF PLUG.

1 1 CL

1

1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG

1x OLD RSA (CLEAN)
1x OLD RSA
POWER SKIRTING: 1x
COMPARTMENT

1 CL 1

1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG1

1x OLD RSA
300MM AFFL TO

CENTRE OF PLUG 1

55 INCH

1x OLD RSA
1x OLD RSA (CLEAN)
1x DATA
300MM & 1500MM AFFL
TO CENTRE OF PLUG.

1 1 CL 1

1x OLD RSA
1x HDMI
1x DATA
TABLE TO HAVE
PASSTHROUGH

1 1

1x OLD RSA (CLEAN)
1x OLD RSA
POWER SKIRTING: 1x
COMPARTMENT

1 CL 1

1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG1

1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG1

1x OLD RSA (CLEAN)
1x OLD RSA
POWER SKIRTING: 1x
COMPARTMENT

1 CL 1

55 INCH

1x OLD RSA
1x OLD RSA (CLEAN)
1x DATA
300MM & 1500MM AFFL
TO CENTRE OF PLUG.

1 1 CL 1

1x OLD RSA
1x HDMI
1x DATA
TABLE TO HAVE
PASSTHROUGH

1 1

1

1x OLD RSA
300MM AFFL TO

CENTRE OF PLUG

1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG

1

1x OLD RSA
300MM AFFL TO

CENTRE OF PLUG 1

1x OLD RSA (CLEAN)
1x OLD RSA
1x DATA
300 AFFL TO CENTRE OF
PLUG

1 CL 1 1

1

1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG.
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700

85 INCH SCREENS TO
BEMOUNTED ON
BRACKETS BOLTED TO
POLES SUSPENDED
FROM U/S OF SOFFIT

CEILING VOID

1x OLD RSA
1x OLD RSA (CLEAN)
1x DATA

1 1 CL 1

PODIUM TO
ACCOMMODATE THE
FOLLOWING:

- AMP
- HDMI FROM

SCREENS
- MICROPHONE AND

RECEIVERS

1x OLD RSA
1x OLD RSA (CLEAN)
1x DATA
1X USB-C

CABLES TO RUN IN
CONDUIT CHASED IN
FLOOR SLAB TO
NEAREST POWER AND
NETWORK SUPPLY

1 1 CL 1

FRIDGE
1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG
1

MICROWAVE
1x OLD RSA
1100MM AFFL TO
CENTRE OF PLUG
1

HYDROBOIL
1X ISOLATOR
1100MM AFFL TO
CENTRE OF PLUG
1

MICROWAVE
1x OLD RSA
1100MM AFFL TO
CENTRE OF PLUG
1

HYDROBOIL
1X ISOLATOR
1100MM AFFL TO
CENTRE OF PLUG
1

FRIDGE
1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG
1

MICROWAVE
1X OLD RSA
1100MM AFFL TO
CENTRE OF PLUG
1
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1

2x OLD RSA
1100MM AFFL TO
CENTRE OF PLUG

1

4374

1x OLD RSA
300MM AFFL TO

CENTRE OF PLUG

1
1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG

1
1x OLD RSA

300MM AFFL TO
CENTRE OF PLUG

1

CR

CR

CR

3000M
M

CEILING SPEAKERS
SPECIFICATION AND

REQUIREMENTS TO BE
CONFIRMED BY CLIENT
AND AV CONTRACTOR

CEILING SPEAKERS
SPECIFICATION AND

REQUIREMENTS TO BE
CONFIRMED BY CLIENT
AND AV CONTRACTOR

1
1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG

PROJECTOR SETUP:

- DSTV DECODER BELOW SCREEN
- HDMI CABLE TO RUN IN CONDUIT

FROM DECODER INTO PARTITION
AND UP INTO CEILING VOID
TOWARDS PROJECTOR

- POWER AND DATA POINT TO BE
POSITIONED BEHIND DECODER

- SOUNDBAR BELOW SCREEN

2x OLD RSA
1x DATA

POWER POINTS TO BE INSTALLED IN
CEILING VOID FOR PROJECTOR

2X OLD RSA
1X DATA

2 1

2 1

1

1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG

2x OLD RSA
300MM & 1100MM AFFL

TO CENTRE OF PLUG
1

1

1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG

1

1x OLD RSA
300MM AFFL TO

CENTRE OF PLUG

1x OLD RSA
300MM AFFL TO

CENTRE OF PLUG
1

CRCR

1

1x OLD RSA
2x NEW RSA
300MM AFFL TO
CENTRE OF PLUG

1

1x OLD RSA
2x NEW RSA
300MM AFFL TO
CENTRE OF PLUG

1

1x OLD RSA
2x NEW RSA
300MM AFFL TO
CENTRE OF PLUG

11

1

CORE DRILL POSITION
ABOVE TO BE
CONFIRMED WITH
CONTRACTOR AND IT
FOR FIBRE CABLING TO
PASS THROUGH TO 7TH
FLOOR

600X500 SERVER
CABINET TO BE
ACCOMMODATED IN ICT
ROOM

1 1 1

2x OLD RSA
300MM & 1100MM AFFL

TO CENTRE OF PLUG

85 INCH SCREENS TO
BEMOUNTED ON
BRACKETS BOLTED TO
POLES SUSPENDED
FROM U/S OF SOFFIT

CEILING VOID

1x OLD RSA
1x OLD RSA (CLEAN)
1x DATA

1 1 CL 1

32-INCH PRESENTER
FEEDBACK SCREEN

32 INCH PRESENTER
FEEDBACK SCREENS TO
BE MOUNTED TO FLOOR.
ANGLE OF SCREENS TO
BE CONFIRMED ON SITE
OR BY AV CONSULTANT.
POWER AND AV
REQUIREMENTS TO BE
CONFIRMED BY AV
CONSULTANT

32 INCH PRESENTER
FEEDBACK SCREENS TO
BE MOUNTED TO FLOOR.
ANGLE OF SCREENS TO
BE CONFIRMED ON SITE
OR BY AV CONSULTANT.
POWER AND AV
REQUIREMENTS TO BE
CONFIRMED BY AV
CONSULTANT

1

COFFEE MACHINE
2x OLD RSA
1100MM AFFL TO
CENTRE OF PLUG
1

1x OLD RSA
1x NEW RSA
1x USB-A
1x USB-C
300MM AFFL TO
CENTRE OF PLUG

1

1
1

BOOTH SEATING

1x OLD RSA
1x NEW RSA
1x USB-A
1x USB-C
750MM AFFL TO
CENTRE OF PLUG

1

DISHWASHER
1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG
1

650

DISHWASHER
1x OLD RSA
300MM AFFL TO
CENTRE OF PLUG
1
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Dimensions to be checked on site prior to fabrication.
No dimensions to be scaled from this drawing.
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